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N #6 OR #2 AWG
PRIMARY GROUND BAR/ (GREEN) COPPER
METAL ENCLOSURES \\ STRANDED WIRE
LUG, 2 HOLE
LOCKWASHER N
REQUIRED }\
PN\
N
DETAIL #4 DETAIL_#e
#6 OR #2 AWG STRANDED TO

(ONE SIDE ONLY)
CABLE LADDER GROUNDING
EXTEND ACROSS EVERY LADDER-LADDER CONNECTION

A FLAT SURFACE

TO HALO RING /7DEIEIR TRIM
2 HOLE
LUG — METAL DOOR FRAME
T&B 54205 o~
|2 REF
1/4x1 BOLT &
1/4 FLAT WASHER
DOOR BONDING STRAP
DETAIL #3

DOOR BONDING STRAP DETAIL

NOTES:

1. HALO GROUND SHALL BE #2 SOLID TINNED COPPER WIRE.

2. MASTER GROUND BARS SHALL HAVE 20° OF #2 SOLID
TINNED COPPER WIRE CAD WELDED TO THE BOTTOM OF
THE BAR.

3. ALL BENDS MINIMUM 8“ RADIUS.

4. APPLY ANTI-OXIDATION COMPOUND TO ALL CONNECTIONS.
S. 3/4” SCH. 40 PVC CAST AT 45° ANGLE.

6. ALL GROUNDING WIRES FOR HVAC GRILLES, BOXES
LARGER THAN 4X4, DOOR, CABLE TRAY PLACE ON
STANDOFFS, IF NECESSARY, TO ALLOW FOR PROPER
INSTALLATION.

8. SHARP BENDS IN GROUNDING CONDUCTORS SHALL BE
AVOIDED 90° BENDS SHALL NOT BE USED.

9. ALL GROUNDING CONDUCTORS SHALL BE KEPT AS SHORT
AS POSSIBLE. THE SHORTEST PRACTICAL ROUTE SHALL BE
CHOSEN WITH THE LEAST AMOUNT OF BENDS AND SPLICES.
10. ALL CONNECTIONS TO GROUND BARS SHALL BE WITH A
2-HOLE LUG UNLESS OTHERWISE SPECIFIED.

11, ALL SOLID WIRE SHALL USE A 2-HOLE LONG BARREL
LUG.

12, REMOVE ALL PAINT BENEATH THE SURFACE OF GROUND
LUGS.

13, GROUNDING OF CONDUIT TOGETHER WITH #6 AWG AND
THE APPROPRIATE SIZED WEAVER CLAMP IS OPTIONAL.

14, DO NOT GROUND ELECTRICAL COMPONENTS.
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PANEL SCHEDULE
MAIN: 1004 CIRCUIT BREAKER VOLTAGE': 120240V PHASE:1PH WIRE': 3
|
|
LOCATION BRKR WIRE NO NO WIRE BRKR LOCATION
HVAC UNIT 20A #12 FF T+ 2 #10 30A SURGE ARRESTOR
i ”» ”» 3 — — 4 ”» ”» ”
| INTERIOR LIGHTS (2) 15A #12 5 = < 6 #12 15A EXTERIOR LIGHT
| DUPLEX RECEPTACLE 20A #12 7 == < 8 #12 20A DUPLEX RECEPTACLE
DUPLEX RECEPTACLE 20A #12 9 = = = 10 #12 20A DUPLEX RECEPTACLE
TWIST LOCK RECEPTACLE S0A #12 11 = = = 12 #12 20A DUPLEX RECEPTACLE
TWIST LOCK RECEPTACLE S0A #12 13 = = ~ 14 #12 20A DUPLEX RECEPTACLE
‘ 15 == == 16 #12 15A AC CONTROLLER
17 — = ~ 18
| 19 |2 1" 20
21 == == 22
25 — = = 24
|
|
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